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KERALA WATER AUTHORITY

QUALITY CONTROL DISTRICT LABORATORY
VELLAYAMBALAM, THIRUVANANTHAPURAM
Telephone No - 0471-2735303. E-mail - acequalitytvm@gmail.com

TEST REPORT

Test Report No: 2024/QCDL/TVM/2417 Date: 25.05.2024

" Customer Name & Address : LOURDES MOUNT PUBLIC SCHOOL FosErEs
KANAKKODE, VATTAPPARA, TVPM,
~ Phone Number : 9447588039 ;

Date of collection: 22.05.2024 ~ | sampling was done by: The Customer (QUA_134424)
Sample code: Z{I"-hgfl)lfl\ \«1!2417 % | Sample particulars: Drinking Water

Sample quantity: 250 ml =iz Date of analysis: From: 22.05.2024 To: 23.05.20 2(]24
L st | T Acceptable limits as per-18 e ST !

No Parameters 10500-2012 Test Method Result

IS 15185: 2016

I Fotal Coliforms ; Shall not be detected / 100ml 1SO 9308 - 1:2014 ABSENT

= .. Coli Y P | - I8 [5185;: 2016
2 | Shall not be detected / 100ml 1SO 9308 - 1:2014

ABSENT

RL marks:
. The results stated above related only to the bdmpll. received for testing

. This test report shall not be rcpmduu.d except in full without the written approval of the laboratory mdna‘gemuu
1 The retention period of the sample is seven days from the date of “analysis.

Analyzed by Aut Dl'llt‘d Signatory

X T s ~ *End of the report* S = s
QCDL/TR/D/7.8/A ~ Issue No: 3 | Tssue Date: 26.10.2023

Rev, No: 02  Rev. Date: 17.05.2023 ) Page 2 of 2 e




QUALITY C

L1 R No: TC1216424000001662F

KERALA WATER AUTHORITY
CONTROL DISTRICT LABORATORY

Vellayambalam, Thiruvananthapuram — 695033
Tel: 04712735303: e-mail: acequalitytvpm(@ gmail.com

TEST REPORT

Test Report Not 2024/QCDL/TYM/2417

Customer Name & Address : LOURDES MOUNT PUBLIC SCHOOL

KANAKKODE, VATTAPPARA, TVPM.

Phone Nnmbu 9447588039

%-m_!lﬂt quaﬂ"!}.’. 2_1_!!'?_ 7

=0

Date: 25.05.2024

¥

Samplmg was (Iune b\ The Customer (QUA_ 134424)

- Sample partlcularq Drinking Water

~ Date of analysis: From: 23.05.2024 To: 25.05.2024

——

——

| St I .»\cceplable |
| No | Characteristics Unit Test Method . Limit as per Result
& i 1S 10500-2012
1 | Chloride l‘_ia_(ll o IP%” 153025 (Pau 32), mu.nmmuru. \1clhod g . e Rt HS - |
2 | [leetrical Conductivity . n1.|(.:|0 153025 (Part 14) - 3 62.46
AR ST D mhosient | - e S SRS A e 15 |
= AMNE B g M
Nl [ frigh IS 3025 (Part 53). 1,10 Phenanthroling 10 0.08 [
Mnnlmd 1
APHA 24th Edition 4500-NOs-B, UV
Nitrate “ob7) B 45 931
| PAHE mg/ Spucrroplmwmw ic Sucenmz Method
r. = — S —_— e i — ———
-] |?|l A IS 3025 (Part 1), E iulmmetm Wellmd 6.5 10 8.5 7.26
al He
G ardness mg/!l | 1S 3025 (Part 21), EDTA Method 200 25.2
| {lb Cak ().)
7 | Turbidity NTU IS 3025 (Part 10). Nephelometric Method ! 0.24 \
BDI - Below Detection Limit; DL=Detection Limit : 35
Remarks:
I, The results stated above related only to the bdmpll.. received for testing
2. This test report shall not be reproduced except in full without the written approval of the hbordtor) management.
3. The retention period of the sample is seven days from the date of analy sis.
CHEMIS!
a m“&?;m, DISTRICT LA
Lagd QUALITY CO
S KERRKRPN A H A

Analyzed by ”*

~ QCDL/TR/DIT.8/A
Rev. No: 02

~_*End of the report*

mﬁﬂ-\% Signatory

Issue No: 3

Issue Date: 26.10.2023

~ Rev. Date: 17.05.2023 S
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